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DEPARTMENT OF THE ARMY
NEW ENGLAND DIVISION, CORPS OF ENGINEERS
424 TRAPELO ROAD
WALTHAM, MASSACHUSETTS 02154

REPLY TO
ATTENTION OF:

NEDED

AUG 21 1978
Honorable Hugh J. Gallen
Governor of the State of New Hampshire
State House
Concord, New Hampshire 03301

Dear Governor Gallen:

I am forwarding to you a copy of the Massabesic Lake Dam Phase I )
Inspection Report, which was prepared under the National Program for
Inspection of Non—-Federal Dams. This report is presented for your use
and is based upon a visual inspection, a review of the past performance
and a brief hydrological study of the dam. A brief assessment is in-
cluded at the beginning of the report. I have approved the report and
support the findings and recommendations described in Section 7 and ask
that you keep me informed of the actions taken to implement them. This
follow-up actlon is a vitally important part of this program.

A copy of this report has been forwarded to the Water Resources Board,
the cooperating agency for the State of New Hampshire. In addition, a
copy of the report has also been furnished the owner, Manchester Water
Works, 281 Lincoln Street, Manchester, New Hampshire 03301.

Copies of this report will be made available to the publiec, upon
request, by this office under the Freedom of Informatiomn Act. 1In the
case of this report the release date will he thirty days from the date
of this letter.

I wish to take this opportunity to thank you and the Water Resources
Board for your cooperation in carrying out this program.

Sincerely yours,

Inecl WILLIAM E. HODGSON, JR.
As stated Colonel, Corps of Engineers
Acting Division Engineer
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PHASE I REPORT

NATIONAL DAM SAFETY PROGRAM

Name of Dam Massabesic ﬁake Dam
State Located New Eampshire
County Located Hillsborough
City or Town Manchester
Stream Cohas Brook

Date of Inspection 6/12/78 and 7/5/78

Brief Assessment

Massabesic Lake Dam is a large concrete and stone
masonry dam with earth embankments. Overall length is
about 500 feet and maximum height is 27 feet. The dam
was constructed in 1873 and no records of design and
construction are known to exist. The dam regulates the
outflow of Massabesic Lake, operated as water supply by
the City of Manchester. The dam is assessed to be in
the high hazard classification.

Massabesic Lake Dam is assessed to be in overall
poor condition. Problems include structural cracking
of an unknown orgin, embankment seepage, and low spill-
way capacity. :

A test flood (egual to the probable maximum flood)
of 23,700 cfs inflow into the reservoir would overtop
the dam by about 3.2 feet. Spillway capacity is about
24% of the test flood outflow. If the existing flash-
boards were replaced with properly designed flashboards,
the spillway capacity would increase to about 37% of
the test flood ocutflow, and the overtopping height
would drop to about 1.7 feet.



Recommmendations include obtaining professional
advice on (1) the cause of the spillway structural
cracking, (2) decreasing flood vulnerability, and (3)
repairing the seepages uncovered. Action is also
recommended on other less serious matters. The owner
should carry out the recommendations and remedial
measures within 12 months after receipt of this Phase I

Report.
WHITMAN & HOWARD, INC.
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T. T. Chiang, Ph.D., B.E.

John L. Scott, P.E. : : N

|
-



This Phase I Inspection Report on Massabesic Lake Dam has been
reviewed by the undersigned Review Board members. In our opinion,
the reported findings, conc]us1ons, and recommendat1ons are
consistent with the d 1i

of Dams, and with good engineering Judgment and practice, and is’
hereby submitted for approval.

CHARLES G. TIERSCH, Chairman

Chief, Foundation and Materials Branch
Engineering Division

 Gid Howens J

FRED J. S, Jr., Member
Chief, De gn Branch
Engineering Division

SAUL COOPER, Member :
Chief, Water Control Branch
Engineering Division

APPROVAL RECOMMENDED:

B%L«fm/

’UOE B. FRYAR
Chief, Engineering Division




PREFACE

This report is prepared under guidance contained
in the Recommended Guidelines for Safety Inspection of
Dams, for Phase I Investigations. Copies of these
guidelines may be obtained from the Office of Chief of
Engineers, Washington, D.C. 20314. The purpcse of a
Phase I Investigation is to identify expeditiously
those dams which may pose hazards to human life or
property. The assessment of the general condition of
the dam is based upon available data and visual inspec-
tions. Detailed investigation, and analyses involving
topographic mapping, subsurface investigations, testing,
and detailed computational evaluations are beyond the
scope of a Phase I Investigation; however, the investi-
gation is intended to identify any need for such studies.

In reviewing this report, it should be realized
that the reported condition of the dam is based on
observations of field conditions at the time of inspec=~
tion along with data available to the inspection team.
In cases where the reservoir was lowered or drained
prior to inspection, such action, while improving the
stability and safety of the dam, removes the normal
load on the structure and may obscure certain conditions
which might otherwise be detectable if inspected under
the normal operating environment of the structure.

It is important to note that the condition of a
dam depends on numercus and constantly changing internal
and external conditions, and is evolutionary in nature.
It would be incorrect to assume that the present con-
dition of the dam will continue to represent the con-
dition of the dam at some point in the future. Only
through continued care and inspection can there be any
chance that unsafe conditions be detected.

Phase I inspecticns are not intended tc provide
detailed hydrologic and hydraulic analyses. In accord-
ance with the established guidelines, the spillway test
flood is based on the estimated "Probably Maximum
Flood" for the region (greatest reasonably possible
storm runoff), or fractions thereof. Because of the
magnitude and rarity of such a storm event, a finding
that a spillway will not pass the test flood should not
be interpreted as necessarily posing a high inadegaute
condition. The test flood provides a measure of relative
spillway capacity and serves as an aide in determining
the need for more detailed hydrologic and hydraulic
studies, considering the size of the dam, its general
condition and the downstream damage potential.

iv
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MASSSABESIC .LAKE DAM
Manchester, N.H.

Approx. Scale 1"=280'
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PHASE I INSPECTION REPORT
NATIONAL DAM SAFETY PROGRAM
MASSABESIC LAKE DAM ID# N.H. 00103

SECTION 1
PROJECT INFORMATION

1.1 General

a. Authority

Public Law 92~367, August 8, 1972, authorized
the Secretary of the Army, through the Corps
of Engineers, to initiate a national program
of dam inspection throughout the United
States. The New England Division of the
Corps of Engineers has been assigned the
responsibility of supervising the inspection
of dams within the New England Region.
Whitman & Howard, Inc. has been retained by
the New England Division to inspect and
report on selected dams in the State of New
Hampshire. Authorization and notice to
proceed was issued to Whitman & Howard, Inc.
under a letter of May 1, 1978 from Ralph T.
Garver, Colonel, Corps of Engineers. Contract
No. DACW33-78~C~0313 has been assigned by the
Corps of Engineers for this work.

b. Purpose

(1) Perform technical inspection and evalua~-
tion of non-Federal dams to identify
conditions which threaten the public
safety and thus permit correction in a
timely manner by non-Federal interests,

{2) Encourage and prepare the States to
quickly initiate effective dam safety
programs for non-Federal dams.

(3) To update, verify and complete the
National Inventory of Dams.



1.2 Description of Procject:

a.

Location

Massabesic Lake Dam is located in Manchester,
New Hampshire. The dam is 2,000 feet southwest
of the natural outlet of the lake. The
discharge from the dam flows into Cohas

Brook, a tributary of the Merrimack River.

Description ¢f Dam

The Massabesic Lake Dam is a large concrete
and stone masonry dam with earth embankments.
The permanent spillway crest is at elevation
248.93 ft. msl, and 18" non-failing flash=
boards are employed across the 100' wide
spillway. A bridge across the crest carries
light through traffic. A 30" diameter sluice
pipe is located on the left side of the
spillway through the base of the dam. A gate
house leading to the water supply canal is
located just beyond the end of the left
embankment. It is not known if there are
core walls in the earth abutments.

There is a low concrete welr structure known
as The Cofferdam located at the original
natural cutlet of the lake. It was probably
built at the same time as the dam to maintain
the lake level and regulate flow during con-
struction. It consists of a central sluice-
way and low concrete walls on each side
extending to high ground. The sluiceway has
slots for stop logs. The majority of the
structure stays submerged, as the top of the
concrete is about level with the dam crest,
18% below the top of flashboards. The struc-
ture appears sturdy and serviceable and might
be useable to maintain the lake level in the
event draining the main dam for inspection or
repairs became necessary.

Size Classification

Although the height of the dam is lessg than
forty feet, the relatively large volume of
impounded water places this prcject at the
upper end of the "Intermediate" size classi-
fication.



Hazard Classification

Cohas Brook flows westerly from the dam,
passing beneath and flowing beside I-93 at
the 101/193 interchange about 3/4 mile down-
stream. From there it enters a flat area
about 1 mile long between S. Mammoth Road and
Rte. 28. Then the stream valley narrows and
steepens, draining into Pine Island Pond and
joining the Merrimack in a shoxrt steep drop
under Rte. 3A at Goffs Falls. Sudden failure
would cause much property damage and some
loss of 1life, particularly in the Pine Island
Pond area. I-93 could be inundated. In
addition to the flood hazard, the water
supply for the City of Manchester would be
severely reduced. For these reasons, this
dam is placed in the "High" hazard classifica-
tion.

Qwnership

The dam was built and is owned by the Manchester
Water Works, the public water utility for the
City of Manchester. The city uses Massabesic
Lake as a source of drinking water.

Operator - Ethan Howard, Maintenance Foreman
Manchester Water Works
281 Lincoln Street
Manchester, NH 03103
603/668=3830

Purpose of Dam

The dam was built to control the level of the
lake and to direct water to a pump station/

- hydroelectric facility on Cohas Avenue.

However a new water treatment plant has been
constructed and the water supply function of
the plant is now used only for "stand-by"
service. The hydroelectric facility remains
fully active.



Design and Construction History

In 1872, the first wWater Board of the City of
Manchester designated Massabesic Lake as the
best source of water supply for the City, and
proceeded to acquire land around the lake and
rights to the water. A year later, in 1873,
the present dam was constructed. The crest
was designed to be 2 feet below the normal
"full lake'" level and flashboards were used
to maintain the surface at the best practical
elevation. At the same time, the pumping
station on Cohas Avenue was built, which also
housed the hydroelectric facility to supply
some of the power for the pumps. The canal
and conduits were constructed to feed water
from the dam to the station.

Over the years, there have been at least four
changes in the crest design and flashboard
arrangements. A particularly fortunate
revision was made to increase the spillway
capacity in 1931. Had it not been done, the
dam would probably have suffered considerable
damage in the flood of March 1936. The last
major change came in 1945, when the crest was
rebuilt into an ogee cross section and the
bridge was raised one foot. These changes
made for an increase in spillway capacity.

In 1974, a new water treatment plant was
constructed on another part of the lake,
which relegated the water supply intake
system at the dam to standby status, although
the hydroelectric facility is still operating
in its original capacity.

Normal Operating Procedure

All water not taken in at the Water Treatment
Plant is allowed to flow over the spillway.
During times of abundant flow, the hydroelec-
tric plant is operated.



1.3 Pertinent Data

a.

Drainage Area

The drainage area at the dam is 47 sg. mi.,
and is considered as "flat" terrain hydro-
logically. Tower Hill Pond Dam is located
upstream. '

Discharge at Damsite

(1) Maximum known flood - 2,230 cfs, Mari,
1936 }
(2) Spillway capacity at maximum pool elevation
wWithout permanent flashboards - 4,640
cfs
With permanent flashboards - 2,880 cfs

{(3) Discharge conduit - 30" diam., invert
226.8 capacity at maximum pool elev. -
180 cfs

(4) Total capacity of spillway_and conduit -
4,820 cfs

Elevation (ft. above MSL)

(1) Top Dam ~ 254.52

(2) Maximum pocl-design surcharge - 253.1
(bottom stringers of bridge)

(3) Full flood control pool - N/A

(4) Recreation pocl - N/A

(5) Spillway crest - 248.93

(6) Invert 6f:8ischarge conduit - 226.8

(7} Streambed at centerline of dam -~ Approx.
225

(8) Maximum Tailwater - Unknown



Regservoir

(1)

(2)

(3)

Length of maximum pool - Approx. 25,200
ft.

Length of normal pool - Approx. 25,000
ft. (odd shape)

Length of flood contol pool - N/A

Storage (acre - ft.)

(1)
(2)
(3)
(4)

Spillway crest - 39,500
Flood control pool - N/A
Design surcharge = 42,000
Top of Dam = 44,450

Reservoir Surface (acres)

(1)
(2)
(3)
(4)
(5)
Dam

——

(1)

(2)
(3)
(4)
(5)

Top Dam - Est. 3,000
Maximum pool - Est. 2,900
Flood control pool - N/A
Recreation pool - N/A

Spillway crest - 2,630

Type - Concrete and stone masonry with
earth embankments and long canal with
earth embankments.

Length - 500 ft. (odd shape)

Height -~ 27 ft.

Top width - 12 ft.

Side Slopes - Upstream vertical walls;
downstream 1.5:1 approx.



(6} Zoning - Unknown

(7) Impervious core - Unknown

{8) Cutoff - Unknown

(9) Grout curtain - Unknown

Diversion Tunnel

There are two separate outlet systems. One
is a 30" pipe located at the base of the
concrete dam. It is about 40 feet long and
the flow is controlled by a 36" x 60" sluice
gate. The gate is controlled with a hand
crank operator atop the dam and has not been
cperated in recent years. The submerged
channel leading to the sluice gate is odd
shaped and constructed of stone masonry.

The other outlet system diverts water to the
pumping station and hydroelectric facility.
The system consists of a 36 inch intake pipe
controlled from a gatehouse, a 1470 foot long
canal, a second gatehouse at the far end of
the canal, and a large conduit which leads to
the hydroelectric and pumping station on
Cohas Avenue. The discharge from the hydro-
electric plant returns to Cohas Brook below
the dam. The first gate is left cpen con~
tinuously and the second gate is cperable.

Spillway

(1) Type ~ Concrete ogee

(2) Length of weir - 100 ft.
(3) Crest elevation -~ 248.93

(4) Gates ~ 18" permanent (non-failing)
flashboards

- (5) Upstream channel - lakeshore

(6) Downstream channel « Cohas Brook streambed

(7) General - Roadway over crest supported
on 4 piers



2.1

2.2

2.3

2.4

SECTION 2 - ENGINEERING DATA

Design

There is no information available concerning the
design of the dam and appurtenant structures. A
few plans show repalrs that have been made, but
they do not show the original werk.

Construction

No construction records exist from either the
original construction or later additions.

Operation

A few spotty lake level records are avallable.
However, the operation of the dam is simple and no
records have been kept. Some flood records were
kept.

Evaluation
a. Availability = Poor. Few data exist.

b. Adequacy - N/A. Evaluation must be based
heavily upon visual observation.

c. Validity - N/A.



SECTION 3 -~ VISUAL INSPECTION

3.1 Findings

a.

General

The findings of the inspection are presented
in the wvisual inspection checklist.

Dam

The face of the spillway has several vertical
cracks that run nearly the entire height of

the dam. These cracks were repaired with an
epoxy sealant in 1975. Approximately 50 weep
holes were observed in the spillway face;

those that could be readily reached were from

2' to 5' deep and fairly clear. The flashboards
were securely bolted to the sides of the

piers and it is unlikely that they would fail
from a head less than the available freeboard.

A 12' v.c. pipe was discharging water at a
point on the downstream slope near the

"northeast abutment. The origin was not

found. The water being discharged was clear.
There is a large seepage area at the down-
stream toe near the southwest end of the danm.
The stone masonry joints on the upstream face
on the southwest end of the dam have missing
mortar. ‘

Appurtenant Structures

The Cofferdam appears in serviceable condition.
Seepage is taking place through and/or under
the canal embankments near its downstream end
(farthest from the dam).

Reservolr Area

All land around Massabesic Lake is owned by
the Water Works and recreation is prohibited.



3

.2

e. Downstream Channel

The channel downstream cf the spillway is
covered with sand, gravel, and boulders.

There are trees and brush growing in the

channel.

Evaluation

The seepage taking place at the toe of the embank-
ment near the southwest end of the dam could lead
to long-term instability if not remedied. The
seepage from both sides of the downstream end of
the canal downstream of the gated outlet could
lead to long~term instability of the embankments
on the sides of the canal. The footpath from the
toe to the crest of the southwest embankment next
to the spillway could lead to serious long~-term
erosion 1f it is not remedied. Because of the
high water on the upstream face, that part of the
dam could not be inspected. The portion of the
face above the water showed that repair of the
stone masonry points was needed.

The reason for the vertical cracks in the spillway
1s unclear and has not been fully investigated.
Although it is reported that these cracks did not
leak, and that the epoxy sealant has bonded
securely, it would be prudent to find the reason
for their development.

Massabesic Lake Dam 1is assessed to be in overall
poor condition. See Section 7.

10



4.1

SECTION 4 - OPERATIONAL PROCEDURES

Procedures

In periods of ample water, the hydroelectric plant
is operated. Otherwise all flow that is not drawn
off at the water treatment plant goes over the
spillway. '

Maintenance

The dam has been repaired as needed, and regular
clean~up operations have been performed conscien-
tiously. However, trees have been allowed to grow
on embankments.

Maintenance of Operating Facilities

The sluice gate at the dam is not operated. 1Its
condition is unknown. The flashboards are non=-
failing.

Warning System

There is no formal warning system at the dam.

Evaluation

The flashboards should be converted to a failing
type. The sluice gate should be operated regularly.

11



SECTION 5 -~ HYDRAULIC/HYDROLOGIC

5.1 Evaluation of Features

a. Design Data

No data exists on the original design of the
dam. Criteria for spillway capacity are not
known.

The 1945 spillway revision appears to have
been designed to pass the 1936 flood peak
flow of 2,230 cfs with a small amount of
freeboard to spare, although this is not
certain.

b. Experience Data

The flood of March, 1936 very nearly overtopped
the dam, rising to .1l ft. above the bottom of
the bridge stringers (then lower than now).

There have been numerous changes in spillway
crest and flashboard configurations. Most of
the changes appear to have been made with
maintenance and operation practicality in
mind rather than hydraulic considerations.

c. Visual Observations

The flashboards in their present state appear

to be permanent (non-failing) in nature.

This reduces the spillway capacity and increases
the overtopping potential.

The cofferdam at the former natural lake

outlet appears sturdy and sexrviceable. The
central sluiceway invert is about 5' lower
than the spillway crest. .

-

~N,

d. Overtopping Potential

Reference is made to Appendix D for the
hydrologic computations performed as a part
of this report.

The probable maximum flood (PMF) for this dam
is computed to be about 23,700 cfs inflow

5

12



into Massabesic Lake. The probable maximum
flood is defined as the largest flood that
can reasonably be expected to occur on a
given stream at a selected point, or the
flood that may be expected from the most
severe combination of critical meteorologic
and hydrologic conditions that are reasonably
possible in the regicn.

For dams of the size and hazard classifica-
tions of Massabesic Lake Dam, the "test
flood" is generally chosen as the full PMF,
The test flood is that flood used to evaluate
the hydraulic adequacy of a project. The ‘
test flood for Massabesic Lake Dam is selected
at the full PMF.

During the PMF, the peak outflow at the dam
would be about 12,600 cfs, the reduction from
the peak inflow of 23,700 cfs being accounted
for by the considerable surcharge storage
"cushioning" effect of the lake. 1In its
present state, the spillway capacity is 3,060
cfs, or about 24% of the test flood peak
outflow. At the moment of peak outflow, the
dam would be overtopped by about 3.2 feet.
Whether the dam could withstand this degree
of overtopping cannot be determined.

If the existing permanent flashboards were
replaced with properly designed flashboards,
the spillway capacity would increase to 4,600
cfs (about 37% of test flood), and overtopping
height would decrease to about 1.7 feet.

13



SECTION 6 - STRUCTURAL STABILITY

6.1 Evaluation of Structural Stability

a. Visual Observations

The upstream face of the earthen embankment
sections is a vertical masonry wall.

- A paved roadway crosses on the crest of the
dam.

The downstream toe of the northeast embankment
section is covered with trees and brush. The
downstream slope of the southwest embankment
section is covered with grass. Trees and
brush are growing downstream of the toe of
both the northeast and southwest embankment
section.

There is a large seepage area at the down-
stream toe near the socuthwest end of the dam.

Vertical cracks on the spillway face have
developed in recent years. The Cofferdam
appears in sound and serviceable condition.

b. Design and Construction Data

No data available. Upstream configuration of
spillway structure and embankment construction
are unknown.

c. Operating Records

No useful data is available. The age of the
dam, and the fact that it has survived several
severe floods, is a favorable indicator of
basic stability.

d. Post~construction Changes

Several changes have occured to the spillway
crest. Plans of the most recent change
(1945) are available. See design and con-
struction history in Section 1.

14



Seismic Stability

This dam is in Seismic Zone 2 and hence dces
not have to be evaluated for seismic stability
in accordance with the OEC Recommended Guide-
lines.

15



SECTION 7 -~ ASSESSMENTS, RECOMMENDATIONS
AND REMEDIAL MEASURES

7.1 Dam Assessment

a. Condition

The visual inspection indicates that Massabe-
sic Dam is in poor conditien. The major
concerns regarding the longterm stability of
the dam with respect to soils and geclogy are
the seepage at the downstream toe of the
embankment near the southwest end of the dam,
the seepage from both sides of the downstream
end of the canal through which water from the
gated outlet discharges, and the presence of
large trees and brush on the downstream slope
of the embankment sections of the dam.

The major structural concern is the develop-
ment of vertical cracks in the spillway.

The major hydraulic concern is the low spill-
way capacity, aggravated by non~failing
flashboards.

In addition, a number cf operation and mainte-
nance procedures should be followed as out-
lined in 7.3.b, below.

b. Adequacy of Information

The information available is such that the
assessment of the safety of the dam must be
based on the visual inspection. Because of
the importance of the visual inspection it is
necessary that the upstream face be inspected.

c. Urgency

The recommendations and remedial measures
mentioned below should be implemented within
one year after receipt of this Phase I Report.

4. Necessity for Additional Inspectiocon

Due to the lack of design.and construction
information, the age of the structure, and

16



the problems noted, it is advised that measures
be taken to inspect and survey (and possibly
repair) the upstream face, gates, and channel
bottom.

If it is determined that drawdown is necessary,
this might be possible to carry out without
draining the main body of the lake by regulating
the Cofferdam.

This dam should undergo a thorough inspection
by a competent engineer once a year, in
addition to regular observation visits by
maintenance personnel.

7.2 Recommendations

The owner should retain a competent engineer
with special experience in structural problens
of dams to investigate the cause or causes of
the vertical cracking in the spillway, and to
implement a remedy if necessary.

The owner should retain a competent engineer
to advise on the best methed of decreasing
the dam's vulnerability to damage by large
floods (e.g., spillway enlargement, emergency
spillway construction, armoring overtopping,
etc.).

The owner should retain a competent engineer
to advise on repairing the seepages at the
downstream toe of the southwest end of the
dam and from both sides of the canal through
which water from the gated outlet discharges.

The owner should also cut the trees and brush
on the downstream slope of the embankment
sections of the dam and for a distance of 100
feet downstream of the dam, and should engage
a competent engineer to supervise the removal
of the tree roots and replacement with a
proper backfill.

17



7.3 Remedial Measures

a.

b.

Alternatives - N/A

Operating and Maintenance Procedures

(1)

(2)

(3)

(4)

(3)

(6)

The owner should take necessary action
to prevent further erosion of the foot-
path from the toe to the crest of the
southwest embankment section adjacent to
the spillway.

The cowner should take necessary action
to repair and eliminate further erosion
caused by water flowing from the pipe
that discharges on the downstream slope
near the northeast end of the dam.

The downstream slope of the embankment
sections and an area 100 feet downstream
of the dam should be maintained free of
brush and trees.

The flashboard system should be replaced
or modified so as to fail at a head
safely under the available freeboard.

The sluice gate for the pipe through the
dam should be reactivated and maintained
as should all gates {and other moving
parts) for the canal cperation.

Round the clock surveillance should be
provided by the Owner during periods of
unusually high flows caused by heavy
precipitation, rapid snowmelt, or other
reasons. The Owner should develop a
formal warning system with local officials
for alerting downstream residents in

case of emergency.

18
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MASSABESIC LAKE DAM

APPENDICES

Visual Inspection Checklist - 9 pp.
Engineering Data with Index

Inspection Photographs with Index -~ 12 photos
Hydrologic Computations

Information as Contained in the Natlonal
Inventory of Dams



APPENDIX A

VISUAL INSPECTION CHECKX LIST
PARTY QRGANIZATION

Massabesic Lake Dam

June 12, 1978«

?ROJECT DATE
TIME 9:00 AM start
WEATBER Sunny - hot
w.s. eLEv. 250-3 py.g, MOt py.g.
{about 1" over measTred
PARTY : flashboards)
1. T.T. Chiang, W&H 5.
g. Scott, WGH 7.
3. 8.
4. 9.
5. 10.
PROJECT FEATURE INSPECTED BY REMARKS
1. All features Chiang & Scott
2.
3.
4.
3.
6.
7.
8.
9.
0.

Second inspection - see next page.

heck list combines observations of both inspections



VISUAL INSPECTION CHECX LIST
PARTY CRGANIZATICN

;PROJECT Massabesic Lake Dam paTg  July 5, 1978*

TIME 9:30 AM start

WEATHER © lear, cool

W.S. ELEV. 250.0 5 o not py.s.
la

boﬁt gt beIS;-—-_- “Measured
flashbeoards)

PARTY:

J. Scott, W&H

1. .

2 R. Hirschfeld, Geotechnical =

CHELTESrS, Lic.

3. 8.

4. 9.

5. | | 10.

PROJECT TEATURE INSPECTED BY . REMARES
1 All features - . Scott & Hirschfeld

7.

8.

S.

10.

‘Second inspection - see previous page for details of first inspection.



PERIODIC INSPECTION CHECX LIST

O0JECT Massabesic Lake Dam

6/12/78 & 7/5/78

DATE
OJECT FEATURE Vain concrete section: NAME Entire party
SCIPLINE NAME

AREA BVALUATED

CONDITION .

M EMBANKMENT

Crest Elevation
Current Pool Elevation .

Maximum Impoundment to Date

Surface Cracks /
{

Pavement Condition

Movement or Settlement of Crest
Lateral Movement

Vertical Aljignment

HEorizontal Alignment

Condition at Ahutment and at
Concrete Structures

Indication of Movement of
Structural Items on Slopes

Trespassing on Slopes

Slcughing or Erosion of Slopes
or Abutments

Rock Slope Protection-Riprap
Failures

Unusual Movement or Cracking at ox
near Toes

Unusual Embaﬂkment or Downstream
Seepage

Piping or Boils
Foundation Drainage Features
Toe Drains

Instrumentation System

250.5 on 6/12; 250.0 on 7/5
4.27' over crest - 1936'flood

Five vertical c¢racks in spillway face -
repaired with epoxy in '75

Some cracking and unevenness of pavement
next to south end of service bridge

None

None

oK

oK

Many stone masonry joints need repointing -
some quite bad, especially at normal water
line on left upstream face

None

Footpath from road to toe adjacent to south
abutment wall. Some junk thrown in dis-
charge channels

None

Vertical stone walls around upstream aresa
need repointing

None
Seepage area at downstream toe of
embankment near south end of dam
None
None

Outfall of 15" conc. pipe found next to
base of north abutment - origin unknown

None



PERIODIC INSPECTION CHECK LIST

Massabesic Lake Dam 7
PROJECT pare o/12/78 & /5/78
Embankmentcs o DOLH

PROJECT FEATURE sides of main concrete wnamg Entire party

Section
DISCIPLINE NAME
AREA EVALUATED CONDITION
DIXE EMBANKMENT
Crest Elevation : General Notes:
Current Pool Elevation . Downstream face of both embankments
: has extensive tree and shrub growth.
Maximum Impoundment to Date Slope quite steep.

Surface Cracks

Pavement Condition

Movement or Settlement of Crest
Lateral Movement

Vertical Alignment

Horizontal Alignment

Condition at Abutment and at
Concrete Structures

Indications of Movement of
Structural Items on Slopes

Trespassing on Slopes

Sleughing or Erosion of Slopes
cr Abutments

Rock Slope Protection-Riprap
Failures

Unusual Movement or Cracking at
cr near Toes

Unusual Embankment or Downstraam
Seepage

Piping or Beils
Foundation Drainage Features
Toe Drains

Instrumentation System




PERIODIC INSPECTION CHECX LIST

Massabesic Lake Dam 6/12/78 & 7/5/78
PROJECT DATE
All party
PROJECT FEATURE NAME
DISCIPLINE NAME
AREA EVALUATED CONDITION

QUTLET WORKS-INTAKE CHANNEIL
AND INTAKE STRUCTURE

a. Appreach Channel , None as such
Slope Conditions
Bottom Conditions
Rock Slides or Falls
Log Bocm
Debris
Condition of Concrete Lining

Drains or Weep Holes

b. Intake Structure 30" sluice thru dam has gate in unknown
: condition (maintenance foreman declined
Condition of Concrete to operate).
Stop Logs and Slots | Gate house leading into canal:

gates always open - not exercised
in a long time



PERIODIC INSPECTION CHECK LIST

M abesic Lake Da .

PROJECT assabesic Lake Dam g 6/12/78 § 7/5/78
PROJECT FEATURE NAME
DISCIPLINE NAME

AREA EVALUATED CONDLITLON

QUTLET WORKS-TRANSITION AND CONDUIT !

General Condition of Concrete Apron eroded slightly - good condition

Rust or Staining on Concrete

Spalling None

Erosion o.r' Cavitation Apron leads directly to natural channel.
) Considerable amount of trash has been

Cracking thrown into channel.

Alignment of Monoliths
Alignments of Joints

Numbering of Monoliths




PERIODIC INSPECTION CEECK LIST

Massabesic Lake Dam 6/12/78 § 7/5/78

OJECT DATE

WOJECT FEATURE NAME

{SCIPLINE NAME

AREA EVALUATED _ CONDITION

JTLET WORKS~OUTLET STRUCTURE AND

QUTLET CHANNEL i '"Outlet channel" - canal leading to
gatehouse at far end. Thence a conduit

General Condition of Concrete to pump and hydroelectric plant on Cohas Ave

Rust or Staining | Gates in far gatehouse operated
regularly while hydro plant is working

Spalling (did not observe operation)

Erosion ox Cavitation
Visible Reinforcing

Any Seepage or Efflorescence
Condition at Joints

Drain Holes

Channel

Loose Rock or Trees Overhanging None
Channel

Generally good. Some seepage is taking
place through the canal embankments at
the far (south) end, on both sides

Condition of Discharge Channel




PERIQDIC INS ECTICN CHECK LIST

Massabesic Lake Dam
PROJECT

Crest & Spillway Face
PROJECT FEATURE

DISCIPLINE

6/12/78 & 7/5/78

DATE

NAME

NAME

AREA EVALUATED

CONDITION

OUTLET WORKS=-SPILLWAY WEIR, APPROACH

AND DISCHARGE CHANNELS

a. Approach Channel
General Condition
Loose Rock Overhanging Channel
Trees Overhanging Channel

Floor of Approach Channel

v

Weir and Training Walls
General Cendition of Concrete
Rust or Staining
Spalliing
Any Visible Reinforeing
Any Seepage or Efflorescence
Drain Hcles
c. Discharge Channel
General Condition
Loose Rock QOverhanging Channel
Trees Overhanging Channel
Floor of Channel

Cther Obstructions

*Five vertical cracks - see Main Concrete
Section checklist

No real "approach channel"
N/A
N/A
N/A

Could not inspect

Normal erosion - good, considering age.*
None

Very little

No (plain concrete over stone masonry)
None

Many. Generally clear, 2'-5' deep
Spillway discharges directly to natural

channel, which is considerably overgrown
with trees and brush.



PERICDIC INSPECTION CHECK LIST

Massabesic Lake Dam
I0JECT

Bridge over crest
WOJECT FEATURE

.SCIPLINE

6/12/78 and 7/5/78

DATE

NAME

NAME

AREA EVALUATED

T CONDITION

ITLET WORKS-SERVICE BRIDGE

Supar Structure

§

Bearings !
Anchor Bolts /
Bridge Seat
Longitudinal Memebers
Under Side of Deck
Secondaﬁy Bracing
Deck |
Drainage System
Railings

Expansion Joints

Paint

. Abutment & Piers

General Condition of Concrete

Alignment of Abutment
Approach to Bridge

Condition of B8eat & Backwall

Bridge has wood plank wearing surface.
Bridge is in good overall condition

Used for light thru traffic -
est. 50 cars/day



APPENDIX B
MASSABESIC LAKE DAM

INDEX TO ENGINEERING DATA

3 Plates - Plan, plus 2 sections

Letter from Whitman & Howard, Inc. about general crack
repalixr, 6/4/75

Letter from Manchester Water Works to N.H. Water Re-
sources Board about leakage, 3/6/75°

Letter from N.H. Water Resources Board to Manchester
water works, 2/14/75

N.H. Water Resources Bcard Dam Safety Inspection Report
Form, 7/26/74

Chronology cof spillway changes 1873-1945

Engineer's design notes on spillway improvements of
1945

Lake levels in 1936 (showing fiood of March 1936)

B-1
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WHITMAMN & HOWARD. INC.
- ENGINEZRS AND ARCMITECTS

June 4, 1975

Mx. Robert Beaurivage, P.E.
Manchester Watar Works

281 Lincoln Street
Manchester, NE 03101

Deay Bob:

I am encleosing a method for repairing vertical cracks
in a concrete gravity dam (or dams) based on the following
data and assumptions: -

1. The average c¢rack widih is 3/8" to 1/2" with
one c¢rack being 1" wide.

2. The depth of the cracks are 3" to 4",

3. The cracks are subjected to a maximum back pres-
sura of about 25 feet of watar although nene arsm
leaking and only a little dampness is present in
3ome .,

4. It i3 assumed the cracks are working shrinkage
cracks and they do not impair the adaguacy of the
structures,

Crack Repair
{Refer to enclecsed sketch)

1. Using a saw tooth bit, widan the erack slightly
{1/2" minimum width) by cuiting a tzim, narrow,
sharp edged groove to a depth of 2-1/2inches,



WHITMAN & HOWARD. INC.
ENGINEERS AND ARCMITECTS

2. Clean groove of chipping dust and cther foreign
matarial with an air-water jet apd dry with an air
jet. After cleaning, the groove may be damp but
not wet. ;

3. Pill the reax portion of the groove with an epoxy
gel (Sikadur Gel) to a depth of 1 inch.

4. Apprly a polyetheylene tapé bond breaker to the
surface of the cured gel.j

S. Prime the sealant slot with Sikaflex Primer and
apply a l-component, solyurethane~pase sealant
(Sikaflex la) %o the dimensiocns shown.

s. Pill remainder of grooée with epoxy gel.

7. Tool a 1/8" wide control joint in the gel.

Use the above materials in strict accordance with the
manufacturer’s directions. All the prrducts mentioned are
manufactured by the Sika Chemical Co. of Lyndhurst, New
Jersey.

Vary truly yours,
- WBITMAN & HOWARD, IMC.

Anthony Chiaravelotti, P.E.
Head, Structural Department

AC/hmg

26C.



~ ARTHUR H. 5T GEAMAIN
. President of the Soard

GILBERT L TUSON

MANCHESTER WATER WORKS “S%etm

281 LINCOLN 5T. MANCHESTER, NEW HAMPSHIRE 33103 TEL. §88-3330 5‘-3?’2“5;5."5"’33“- e

* . Chlef Engtnwer

. - . o 5 .: i'_'.:::'-:.:::i':k;" O ""."." FREDERICK H. SLWELL, P.E.
. March 6, 1975 - ST " Aasismnt Oiractor and

M. Georgo M. MG, Src | PTG

- Chairman . AT TESSUNIIS Beand
N. H. Water Rescurces Board
37 Pleasant St. _ :
Concord, N. H. 03301

Subject: NHWRB Dam No. 150,06, Mcnchesi’er, New Hampshsre o

In reply to your !eﬁer of Febmcry 14, 1975, we are piecsed to ’r'urmsh
you with the following information. : =

On-April 13, 1974, the subject dam was thoroughly inspected by one of

our engineers, At this time, pictures of the dam were taken and a report
 prepared. The report noted (as did yours of July 28, 1974} that some concreta
hod spalied away from the face of the dam. [t did not indicate however any
leckage at the right (nerth) abutment, or for that matter, cmywhere else on

_ the face or toe of the dam. This can be substantiated by copy of the enclosed
“photograph and also by visits on two separate occasions later in the yecr with
contractor representatives. If in fact flowing woter appeared at the right

. ‘side gbutment at time of your inspection, we suggest that its origin could

N . only have been from leckmg Flcshbocrds at rhe top corner of the dam. _

Alrhough p!cns for repairs to the darn c!o nat mclude cny work en the
" cbutments at this fime, you moy be assured that if any leckage is found it
will be promptly repeirad. If any edditional mformanon is requnred st this
time, please let me know, c ST

Ve")' frul)’ yours, h ‘ k ) A o - e ‘

bl i AT
David Kittredge, P. E. . - |
Water Supply Engineer 7 | e

DK/pp | ‘ _ R
Enc. '
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WATER RESCUIRCES BOARU SRR
Pabruary 14, 1573

Mapchestar 1.ageT Lorks
Lineslia Screes
Manchsstar, NE 03101
CERTIFIED MAIL
Dear girs;

On Mareh 15 13974 , an engineer of the NWaw
Hampshire Water Resources Board inspected your dam locatad on

Cahpa 3roek

in the town of Ypnchmsraw .

This dam, # . ~ in tha files of the New Hampshir

Water Resources Board, 1s classified as a menaces structura, and as such,
must be maintained in 3 manner so that this strucuture does aot endangaz
the safety of the public or become a 'Dam in Disrepair’ (RSA 428:1).
Under the statutas, (copieq eunclosad for vour raview), this offics is
respcnszhlﬂ for making thes2 inspecticus periodically and sezsking the
dam owner's cooperatiogn in making the rzquirad rapairs,

Simce the fall of 1372 the Lagislaturs has attszarzad 20 meer
its statutory obligations regarding the inspection of dams, and tha Board
on a priority basis has made inspections in those arsasz of tha stata
having a history of the least number of inspections over -zha years. Qur
prioricy was to inspact as many dams as possibile duriag times that weathar
condicions wouwld allow; howsvar, our dam iuspector UGL‘d take immadiate
action on any stxuckure that was in crigical condiziom. Consequaatly, we
are presently sending out letters notifying owners of dams that cergain

repairs are required by this Board per the stacutes meationed abeva. We
requast that you notifly us wighin an days upon racaipt of zghis
lecter of your intentious z2s to the completion of zhase repairs-and da-

ficiencies notad on the attached sheet,

We thank you for your cveparation in this rTagard, and we will

he glad to answar any fu. thex quﬂst ons yeuw may fave regarding zhe abave,

Vary ctruly yours,

Ceorge M. McGea, Sr.
Chairman
gnmg/vak: js
enclosuras '
¢e: Beoard of Selzctmen



-l fFebruary L4, 1375

flonpies sap Watey works
Liacoln Street
Maoehestar, NH 03101

RE: RI"IIRED REPAIRS TO DAM $#150.056 ON COHAS BROOK, MANCHESTER, N.H,

1. Repalr lzakage at right abutment (facing downstrasm).

zd/js



i, #, WATZR REDCURCIS 3B
Concord, I, H. 03301

Dab{ SAFZTY LUSFECTION aTEcaT FoR

e r———— s

i = - 'N'\d\v-\ cLésﬁ.— Dam Mumber: £, 04
aspected by: = CO; - Dete: a6 TL']L 3.9—7?’L
ocal name of damx or water tody:
waer: Mo\ T a\' N Address:
woer was was not dolterviawsd during inépection. _ ‘
rainag° Ar=a: . sé. mi. Stream: (0‘}‘! “us.“ /Z/z.-;/;
‘oad Area: _ . Acre, Storage B _Ac-Ft. Mex. Hoad; OF rt.
ouadatton: Type ' , BSeepages present at toe .-
l’;;illw;ay: Type@\;, E (e | ,. Freeboard over parm. crast: s 9"

Width . @ 1D’ | Flashboard heigat 1l

Max. Capacity | . | é._f.s.
hankomant: ?I‘ype = T r:i < T ae Cover_iicn c Width _3‘ 5 EF >

_ Upstream glope Q to 1; Downstreem slope L ] to 1
wutments:  Type < Te y~5n ~, Cendition: Good;@,_?cor |
tates or Pond Drain: Siza 35; " Cagacity Tyse _G,, 2
: _.Lii‘ting apparatus Fland \;_L;_»,z_\ : Operationai éér;ditiou U 2<

.nanges Sla-C“ ccnst'-'uct on or last inspecti on:

Jovmstream development:

fais dam 1@:9111':1 not be a menace if it failed.
juggestad reizspection date:
lemarks: , LQC\_LQ QY /\ I.oF . S-\v gel Cmcbﬂ’? il

Sj")'”_ MQLf C(‘w O v LS gﬁf e -~ 'L‘_,{.‘z //:.,-'/.)
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APPENDIX C
MASSABESIC LAKE DAM
INDEX TO INSPECTION PHOTOGRAPHS

Photo No. Description
1 ' View looking southwest across spillway.
2 -3 Sequence of 2 photos taken clockwise

from upstream of northeast abutment,
showing gatehouse, southwest embankment
section, and southwest end of spillway -
(2) northeast end of spillway and north-
east embankment section (3).

4 View of remnants of timber sheeting on
southeast side of canal near southwest
end of canal. Entrances to gatehouse
visible at top of photo.

5 View of downstream wall of gatehouse at

reservoir end of canal and southwest end
of dam.
6 View from southwest end of dam along

roadway over crest.

7 ‘ View looking southwest aldng canal. Note
gatehouse in background.

8 View toward downstream side of embankment
on southeast side of canal near gatehouse
at southwest end of canal. Bottom of
six-foot rule is at surface of standing
water next to toe of embankment. Reeds

and other marsh plants growing at down-
stream toe.

9 Looking southwest along guardrails at
downstream side of paved rocad on crest.
Misalignment of guardrails appears to be
due to auto accident.

C~1



Photo No.
10

11

12

Description

View of spillway from toe of southwest
abutment showing epoxy repairs to verti=-
cal cracks. Also note large number of
weepholes.

Cofferdam from right side. Note submerged
walls and top of sluiceway above water.
Downstream is to the right.

Detail of cofferdam sluiceway. Depth to
bottom about 6 ft. Plank partially
wrecked.












APPENDIX D
HYDROLOGIC COMPUTATIONS
WATERSHED MAP



w. L. 7C one%%z.?f PROJECT .. AZZ... Y 5~g.f:4: ............. SHEET NO._-L....0F._ [ ..

'HKD. 8Yeuoooo. OATE e oae e .gpﬂ./fz _//7"W’/7’ . v08 No. LmO 2L

/%:s:efe.f 4 ‘é'ée [ Bt 1BFE | o # z«}/ -

L Spten // £ A m:z/; Dot
A) Prm//g/e /6450 //z? 75}5/ / ISR T Ay j e Ao

~ 47 =y MS whoch  riclrts dé///é;e ZIEAS N
Thoer ﬂ// ffe//ﬂ// L kP, s

b) Basiz The Aleys Lol bz Bl A Sk Zrest

=Y
:4/7 ﬁ-‘ fzw;: f/e -:;_fg-gf:a,zﬁaéh’

(l;veégxm : %mﬂe ’.; / 5/ 7’ /f/ /,,__;(.;4.._.- <
Bt o Aok —-’ it L e S J'/é;ﬁé’/ Telarey
/125" f’/ z?,//z..,/ /I—/@Z .o e
a j i&'«"{ /é:‘/z:&r w2ldor Z’f; 4{7‘///.-: é. "”f/
T3 wer” A Peservore donf :.'e;@m/ .;m/.rz/ /Jr:»/
Seatid /J:’/’/@ﬂ#/ /’/&"; PP Y A:,Cz
/u/fcc/ #re ﬂ// “Cf;'oce; e e fé-a/74-“u
AIER ) %ﬁ' .7//7/ r““a: ﬁﬂ,fﬂ e /j’w o Ae_
Lot v re/ Prin 7% Z‘ LN

R .
E) fsls Sirtace B - e:/// 42»—/ éf?-f-‘- AP e
Ll el /%,-s.a.pes/c Lake = E83F e
AF £ 250.43 m/ peersed ot & sule P

s
"'\..'\

' | it SPO ~ /jb Aeres fe/ ;.-4047" P ;.-/
-&édafnf ar )%g /yz»r /.::e oﬁuﬂrz/aﬁfm, LSE [0

ACIES  peredss PEr %y [ AIESE mred ’9” 25 3co0

e Acres . ( Swra 777 P :éwf alsats nf i Z5H ..-)
C{ ) 5'74/’?({ /a‘g, / U5 8.5 Flo Aren Ligres df‘"’"’?.—'r (A7)
i AN Y4 Z00 Sstwed  yp 024
o //wu Get 252. 43 2539 ey
= s 3n ,,J_; 12 2 N Vs
Fley.\= 225,20 24793 ,,'5.“2 /) 24
) P A
24423 2037 2843
25723 /933

WHITMAN & HOWARD, INC. ‘
4% WILLIAM STREET. WELLESLEY. MASS.

Engineers and Architecrs



ay. Z.,_--__--oa-re;éﬁ/.fév PROJECT . 7274 b...;'/z’.-r ;/f/,c( —~ee  SHEET No.-é----cm__ —

Z
CHKO. 8Y.uoo ... DATE oo e ,)ﬁ?‘ag’% /457 ooz omee JOB NO. L2

e %,é&/ 675/-;?/-«1 é‘}[ 7 e LE Ve /.w ek Davy z’.‘;&’//)
\ /. .
CSs pbenT 3?5_45? e S ';77»4. PP B embenlvfiiy
/ﬂ?déf/}.w f g /_-a_,,{’-' J)é/:z?;-‘f‘ &7 (.?-’{/r':'- Y, ,z;/" b -;'J.A/'//.v‘ .'?'.-f"
g e

29 ﬁéﬂ

A T mmius G = A s
”~ 224, &3 e = g Awres
Mese = FE derer

—

d?‘)l/,. Zf «"'ch'- /J‘//M’C -"/ '%g s ’.,/ ..‘.,7;;7; A
T He Lakir i HFros i = s el F

: e

//3/3746 Al Jéﬂy"f&- = A3225  ere -, 2 can

do?rizdéfe/ Py ///7-‘5’///47/ reR: Tz /"-«' AELS D M
/ clase ,é /fj,»c- SL SISO Qa/»y

2) Sirstwse Cgpersth Lowre
2z V / 4 4
\.! Zo L"“""‘ jﬂf&/ﬂﬁﬂ é/_dﬁn
) T I | PN/ gord © 7
—r / A
B DE% e :75/: of Dowe
\‘s - Surgharse ﬁf&'f!ﬂ/ > Above
I T — Spithicy crst "
& f— - /
X ool
i ,>§ :
S 25/ ) /
N Bromasent flashboord
= P
244 o Spilluy Zesz |
et bbb b
s 5 7~ Vo 2o 23
52(/{4’};{ ;32:: /4 . %fﬁ:rsﬁ/zf/ Aere =<

WHRITMAN & HowaRrD, INC.
4% WilLiaMm STREET, WELLESLEY, MASS.
Enginesrs ind Acchicecrs



.3
SHEET NO...T-....O0F._.J ..

—— ' Jf;’? é
BY neimriilen DATE.ZZE..C.  PROJECT. 22t "L." ’/’f/ 'y I
s . 5 e
SHKD. BY. oooee DATE e e, p”/ﬂ nc;’ /4J~J —4« 7;«?.« -=J.S‘Jr_-. 408 NO. (s -
e

'.:) ;ﬂ////f/ &;&#57 -

////dﬁ”/ ///,1/ ('ar";'/-,/-;". /m /7[.«"" R %é‘m,)
= 3.4 %/ x (z::;:-,zgzjys/ =d52E L2

5////%7 77/&//// :;/»'/&'a, /(J//j A e -‘//// 74.)
=3.4 ¥/0> x/?‘r "%J” o’s’c'fs.

-é?//?fi//f‘/?'{ st st

by f//ddfr Sy (/frm -t /7
/ /—‘ 25X /0e /ff—v/r j/ = 2fF ZFS

//3/5 ﬂ'@ 753’0 a;rf/&f /-’--__':...; 7 ﬁaiff zsz/e b g ?; ,Wfif i 4"4/»/;?
of W2 cofc bnl &ne f' e fﬂﬁ 7o weE et e::zzf/zzd:f/

/IL S / 74@’6 ‘
rh .«&R/// ,é.nﬂwr

g) Df.‘:’é’ﬁ"&i K Ldflf-é /U/h// e \Mz;/ﬁ 7ot .f_) ik
as g / el é/zz?}/ i 47’ wdser éy"’ 222, 2z2,

/,6“’5{////"& é‘}@/ "’f«v df.‘«!//’ 7"——’2[ Crriddl """’" '“"/’“/”J
bl 7/ o 'VAZ.//J- .,:e/;. ....z; 77?&7/' m é’f/‘/x,f / (e A

./ze DUES tj/."’e/ szé 74:»‘; 7 /«% ,rc'IL =0 .—r é////éﬂ_:’,y ;‘
/e.uf)r e 77’9 w? e shall i e ,...W_,/ ol J.

Fr Wy St # o of Duw P = 248K 24024 o
For  Fialy Zudfice AT 755 obeag Do &y = /PC 43 8 x/0% 4572
—f—,_?, T2 = §846 ot

F‘ iié‘f d(f(i’?d{ -~ -.- 4’ P "'V'-c“’ J-/’:" 2
p.-,’,9+3,;>6/0ﬂv7: SRR Y

=/P0 ¢ o8t/ +2/800 = =3232) cts

For Nl 3 5"/&@;??94& Glo = 1f? 234000k PP 271000 (3%
=/fo + Il + w230 =23/3/
/Sﬁ %& /@f'/ﬂ’ﬂxff/f 74:‘//#4/:/ Kd&y *7/ T %gﬂ //?a /pg%,
A /‘effz/lée fsz?ﬁ/ﬁ/ ;y/» "
!‘ 28804189 = 3082 o7

/ddldf /ﬁ' /.9,;7 07[_/?‘/11
. e Fop of Lrm 4;, = 4o2SHforezo0 = 57,

4-5"" bove TE, of Do ’7" f/-/;— Frirp # 21 ber
3% dbeve 7z ot Ly Gz 20P77 &F5

WHITMAN &« HOWARD, INC.
45 WiLLiAM STREET. WELLESLEY. MASS,
Engineers and Architects

in

Fs
"I

t ‘Q

..)
~o
: 7

N



Y ’f’ / . - ."a.--' :_", P ,’.’- v '-l-'f -
Y VAR DATE 4 PROJECT . 0ZeE e L0002 . sneer vo. ol

e g e et -———

~~— o - o f, y ) S
SHKD. 8Yoeoeun. OATE.. ... LT ,{-_""—:’.‘7 Somseli - LGz, eSIS 408 No. & "'4_’“&
s
.
. !/ /! .
Ly, a— with  Flastbeard

Ipefr# F/ﬁ&i o&'.-ff‘

f//?’/&ff"
i, / ARERNE

0 —5‘ . Lo L5 2o A
' ?.54*/{2/91" ﬁ:/aﬂa/ o ///.:xomz,{: ot CFS

A) Bbimalid Bak Foboble Moninimn ool oo = SO /s o0 e

Wetr Sivtze Zv. .S L.

250

5‘) Q.z%:c*r'«" f JEr /// [ A cHier Sope VA .ﬂgnzc
%af./ ke o) =SB T "2—'/ —-«-; o=
//x/ S ) (a» Vrh = Wz 2= 22/
AT P P2
¢t) éﬂm%?ff/% Sver /77 /éxarw//" bz ce et
PM 2? 74{& ﬂiféf‘ﬂr‘z‘- ?ﬂ///,d / s, /4(,/ a2~ e P /7’
Raserver , e ;g/ 7 2 22 e ;»?'- .,/&7‘ e
ek, ///'/Z”?d R , Savze koot m../,«.//ﬁ&‘ e ll
/f/flt?-‘ .».:z.f/ areL , 7%:& sy 2 P E (,////7" /sla:’:'.zﬁ':;-. /' ‘
7 N . |
/e éemfcecf‘ /ﬁ,"{ﬁa s Fr aw G /rﬂﬁ:w- /'é—%’_&‘
e peek [APT 223720 Ofe |

WHITMAN &« HOWARD, INC. '
4% WILLIAM STREEY, WELLEZSLEY, MASS.
Engineers and Archirecrs =



e ———— | . . —ean

P
3r. 4-~.Z.’.f_-.oa1'e 47"’.7 PROJECT . L7727, . ’g‘/‘"¢ ,/ - Goas SHEET NO.-.i---OF-.Z.._
/ -
SHKD, BYeuomao. DATE e ../j.(/? 2/” /”* »»’ f‘/—— LT Y oé‘-—"-‘-— JOB NO. cf"'&da‘

<) .:'.;,’fv:"z 'a'/j*;;' %A d" p;f Ja fc‘/ﬂ‘f A _,,,_,/?z s A "D/’/"' 2
(4) ,i_'é;’:/dff Brp. Fashboard 1l ho remire y fa G/ 23742 &5
/% = 2‘5:;" ‘/ “Z ﬂf = f '/ /z;'.mf }.'rc»{g}? /:—'z,-.-,/,;:,f el

4

STEl ) = 9. ] X3000x/ 5832007 %) 2o
= f.- 70 gl

Wz= 71 (1-28) = 1y 423 o4
K, = 284.0-24F = 7,0 =

STBC2 = ALx3000 XO0SEZN 12 fy9 = .37 174
7 +J- .
57'9/{4_/{: = f_.._;ﬁ’i_iz- ='ﬁ 24 /:f,/;'

§Fs = gPI(1- 528, = jz 049 s
Hs = 2543 -z-ﬂf*—-?r:’ X2

_ STOR3 = 7.3 X3000.X 2.02i043 ¥ 12 f7
| =44 7
§pt= 07101 22 ) =) 957 i
S = 258./0 <25 = 7./

STERY = 7. JX5000K 000552 v /2 27
- ﬁ 45—-/ ,‘7 TeA

20, =L 50 ud
GP5 =47/ [/"‘ ?ﬁ' =257 Cfs fcy /2, b0 o3
f = 2542247 = 7.2 2 éyazréﬁzv:f )7

(56> [E Brwn Flhboot WAl w57 be reacrt
H, = 2$T.8 =245 = £.8 A

WHITMAN &« HOWARD, INC.
458 WILLIAM STREET. WELLESLEY. MASS.
Enginenrs and Archiceers -



~— e =

USRI ——

W AR ﬂ%ﬁéf PROVECT . Al Lomns  Zorsus o .. SHEET NO.o..0F ..
7 e o -~
HKD. BY..oo.o DATE_o_____ J??/ﬁ_dﬁﬁ;z_@%ﬁw Mz EVE 08 No. .. L= OF2

STER] = 8K 1243020 X1 55E oppo 2 OSH 114t

QP2 = z37¢0 (7 - gé% = J05T75 of
Hy = (2582 -2 )= 7.2 7

STOR2 = 7.2 12 X3 ¥ /433/%7 -: P B2 m
ST pye = LELLE < g5

B3 = 22700 (1= £2) 370 o

/%.3252435'—2?"?:7,33"& 572 F
Lse %37.4/ 2

Se .af Y .@/-’:ma" 3.2 7% 2.8 &~ amz_{y e
eaari o nlaraione it '

/7//e &Xf-'f?/' éﬂflf e)ﬂ///////fﬁ’ﬂxéf 4.0:/ 7 }2?07427/ 4-75 m‘a/u‘zfg 3
asbiil Zze (abeve) some otovatrmr awd e 2 v
bern  eraidiied 20 Avadered Aiir oS ovieiencd,

aue gl 2Ly /an—-/ Lt obiie, e«;&e:réz.//r: , o e
it . {"’/Zfi;:’ d/égumr --«’-"///,/ L-’(?/_’-f%l‘ﬁ;ﬁ';?f 4/2%;;/ oS 7;’:::/

ﬂ'{?/b‘f Mb/:/ P e ;(:: ‘ /#;‘:‘c-u{(:’ 71'%"*@ -’-’715," = ;--’-A e
;wa/ %félc,/.":c Il 4//;:;/.’-.'@ P ,—-7;-";‘-,‘ NS s iy
/'zz/é'r/?/e,/g;:}}é- M Fre Ged Sas cv/gz};;.-_ Wl Srieer
qrea ; 2 7/;5/2' /&;} N_ﬁtﬁ‘é’ J whi a oA oF /z?:zz)a::'s,t-,’f
TSapar e dewwstesus < Aie Aazard v ./ be ey s,

¢

;f&;/m , /ﬁd/&é{/ﬁé’f e ?///"'{‘?’ s ’/""/';/’/ ““—f—f:ﬁ}“?"u
J‘) /m/p/we/x/ff:f‘ 2

fofc (2 :wma/ /afﬂéfé e ST waratie e ;;,,,';";:’;,;w
sy ’2' . ¢ | g
//) Ba 77 " ‘4&: zfé/‘// ; /VA// ﬁé,%/ T setens e;;:w*,w/(';z/, JEArSer)
e Faiiht Aas 7 de pezisad by oo oA, aead Hp ot
;W-f/é be 7D /&"y . Rt j//»'/f/f/ o F Mz Laks ghne
- WHITMAN & HOWARD, INC.
45 WiLLlaM STREET. WELLESLZY, MASS,
Engineers and Architecrs



- A . g SN - -
BY...".'.-;_..:._DATE.}‘;";"'.'..’.Z Pnoasm.--éﬁ’ﬂ' Conzs RO SHEET No._--Z---os-_-f_

-

[ Vo P
SHKD, BY.oeo... DATE oo ___._Zf_f” e JOB NO. ap“‘_ﬁ-’f i

- —

) 4
Wm/C/ ég ALE T v B determie 7{2 7‘5‘5{/ Hoftireg 72:4«:42’.:.;'
/7. s iy 758 Aoty omed AoborinrinaFoiay e Lol cvsuiil
Lo % Jé(/ . /%::?/é’ad/u/ fém/z/ Le éa:;z/ef#O{rz.Za‘,‘ 74?,’/3}.»«:—'
7";4/-@ e {c/ﬁ/ Aeart, so & //pw.lefé‘._ 4;%}437/4/ Zpviraris
”y Flezs /mm/ J/ St vy et @, aves, will Then %(uf’f ;.
relu . '
2) IR CIEEE Btns Ty ﬁrw//*ddo é:x/f/.’/ Pl Drs]

-

_ 23740 47
/= (Zooxid )
=78 72
STOf )= 7E5x sovorsz. Lok erel
21543 000 %

= ?,37 /;?GJ

- 43
GFz=23735x (/- -/—gjj
= 2000 oo

L /zﬂp’ﬁ & 94557 — , ,
e = W = 4.98 A )=z _
STORZ = 4%’;;? 37 84 Jnch

) &3 — .
STER 2y = fﬁ’;’_"? 4 =828 s

OP3 = 2373501 - —?‘—?.‘5—’:- = o8 )ey ek

). 4457, . 5 F e -
= \13/:::% )N/ e 5SY A LSS F piest fakroad

3\ Wave /w«f/%?' -
?f’fﬁ"ﬁ‘ Jdaz}, SI/’?‘;‘CC 57{”{225:“/.7:' {:,“'//' 745&5&1.4'/ ;?o/i’/’f
=70 B = 083 TR ande =F
4(5,»/ Lo kK =)

Ay = 0 77IVE +z§‘-—fﬂ’,’£"

= 0d4Fr28= 54 2240 F (o)
. . 7
ﬁe./é-"c;‘a‘lf Rlaal / /f‘/?,’ﬁ'f o 7#‘.‘ ,/:,:/:/‘,; TN /r/ fz{?t—”&’ 72 a‘-{'(’.
+ & -

WHITMAN &« HOWARD, INC. |
45 WILLIAM STREET. WELLESLEY. MASS.
Engincers and Architects _—



CHKD. 8Y_oo.- DATEcameece mame Ber etz o ... 08 wo..LmdBsT

S A /.:ii?.-j,.‘u",; oFrT 3 prirou)re ,z./’ﬁ:f/ Sy )2 //—‘-/?:'.‘.7557:‘
stedd Lo coor .f,?}'wa-ff*ff 4/ wg:‘/c %@lﬂ;f' L Eorssileied
: ot

av---zﬁ(;.-onsﬂ{.}!;;.z? PROJECT--;‘?;_'/?/’]‘/.-d-;ﬂ_f Lo THELE L SHEET NOwwadeesOF ioo

4)  Lopert Lake Sine Bod  wnih box  cwherdc as
eAeLsincy 7@/;%;-';” . e Dex Ceoliete z;? A v

sl Hlevalorss ‘/{7 2H48.5 wif 2 A Slchimare!

L(f/;‘/?’. O B By wesz pez otoior L So AT ALl
' wa—:o// 4% 2L, 253.5 (L M'/ﬁ, Lz /m/_ésr’ﬁ:-,.,
Coud bo addod b5 e well )
.}3,/ fif/’ crt . 248,33

A =457 2

5 ; et = B BX42 XL“,‘JK;‘-"‘:"
R A Y= S .u}»a/sﬁwaaé.

oy .ﬁzr&-/(:;;e %ﬂ?ﬁ p e MPF 2 /5200 A

N
A ded

E»re-z/wr/? S ,fi/«’ = /)80 o7
4 ‘//‘

Lse Brosd ey Lzzo S EiE8. S0 245, 8= ST O
@;55/7:-% Bz LEB2 245 A A

ERYZ: =
%J (‘dwé/a\(srm s
V. Apelrantical, e gpilizy Gt w B3 AT Sl
oz ﬂ‘.’f’a/gﬂ' 2 /243/3/ g / e 54;7,4}7)'4/57/ N =
/"94»é f/'/ﬁ%'d)'

2. o #rE  zepsin!  alleemalieS A pivrtese ﬂ{é‘._ v
&/ﬁf{é o 7 o s} //s 2 ;fféf%é A
Sotbanbsmpont Sechin, &2 consionctoiy adetibinal goilier.
s %f%zémﬁm. Feet™ erasl lwtlesrs shedd
b Zaersed 7”-/15'5/"4 ?{"/-«‘M @ .»afv,y-/x i oor et i
c,%amccy: onn ndde . ]

"\,
\\

3. Ao o pu 05T gusemly  cofbrtes afent. 7ot
{t/:fé?m» ?‘7 e -Gx/;‘//"? Lioer . Toa L. _,,./,,.,,,‘:"_.,%,//
b e EertdsS o /’Z.‘;;/f::c A SerE€S v & ;.:/;4;-/
Lackn s ze ;

P

. . b
G el iEu g, bortin s fya‘/é‘m lsre f:/

WHITMAN &« HOWARD, INC.
4% WiLLlaM STREET. WELLESLZY. MASS.
Engineers and Archivecrs =



BY.I:T.é_.-OATE w/ 707 Paoascr._._,zf??f”.._ /:'v“" f“’ e SHEET NO.-..-,’Z--OF--.Z_
i
JOB NO. f’“&(‘-

w// ///,,, vy ’f »"‘ ——
“F

CHKD. BY...... DATE_-............

. - ’ i
fzx;/ {'4‘»/ / A, }Fifx.'r DT frph //6 ;"d / e .f‘///a/ p ,;\.../f' IoTEe
&#ér/#d/ _,;'a. ﬁﬂfa-ci-? ;‘ R oF SSE AT ,;5»..-. 27 7"‘ SZEr Y
s

e P "t She ..gfffs;’..

,4

¥
',

4. Ze /wr:;:‘.-:f' =2 /////w 2L ,:;;/ ges o c;é/ Puc T e
/f/"/ anlee At //ﬁff? #&ral 4&7/.1"1%".-/ -.:‘” e /»4/
/ 7 .a//, i, Doy .wz’ o /.u [rz/ Z:/aa- 2,

a -C ﬁff
ﬂfﬂCﬁd ,42‘ Mf-{lﬂ#f ‘J.// /ﬂl.—/ WE‘Q .5///;?‘: / /.«-‘wz?’j;-

Qrea peinicios ﬂ _:;],-u“ A Gead T Aoy & ATz

“ éf‘%/gé//ﬂ’ "")7 o f/ ,ﬂ/fzr/// = i’/ ///A,;’r/
Z/fd‘f"" w/’ I/"J/ ¢ '

o)
S e siteal /é'!”"f/i oF %C’ e "l‘ﬁ-’.’;.}' S e
P 7}_::/ :‘// .a//;,.__

4//47/4‘6’/'/ //C.TM/ S A~ f ~ ,-;eﬁ; Love

Fhe el - )~/ e dw.f Lt s .:91*4-:/5;{0. t//wf

/(/e 'z!/ //e’/ﬁ =mEe. R s'»fycr-.':';(
7

éé‘owz?hzn/? }.‘4"" zz/-'» 2 N

4. /? J{Sf/-(‘r‘,r ,fmc J?é)fe /07/25/ /rz/an?o) w7 er )
’ e 2,
20 M/J ff«w S ;//.;zﬂ;f WL oyf 7’7&.(‘ /:/&/ /..' g 4

Ve
wall zpsuld Le 4/4;%& wirerr ot n///f;g e et/
/ﬂ?fﬂ/ éef/deaﬂ Jéﬁéf.{!ﬂ’. A e Pl :

»
& Zeeas fr.”‘/f /,r fr'-':l

..-( /;-gt"/ .u—&--.-o’ a?"’ .

WHITMAN &« HOWARD, INC.
45 WILLIAM S'TR_EET. WELLZSLIY. MASS.
Enginesrs and Architsers -



e e T e PR

'WATERSHED AREA

A

MASSABESIC LAKE DAM

SCALE 162,500

TV T =

USG.S. QUARD. SHEETS-
(MANCHESTER,NH. 8 SUNCOOK,NH) |
: A

St = L LI T P
eIy S P oY & A
~ = Ao )| fi = L

NN ¢
SONG \R
N

=) S
3 r S\ |
(xCunltr gt ‘&j

")P&o.'nt_ O

Ll i)

- Massabesic




~a

APPENDIX E

H
b

INFORMATION AS CON?AINED IN

THE NATIONAL INVENTO/I;QY OF DAMS



@ ®@ 08 O @ ® ® ® @
IDENTITY - coml LATITUDE |LONGITUDE | REPORT DATE
STATE Numsen CONTY ) sz NARE WORTH) | (WEST) | DAY |Mo |YR
i B S ks MASSABESIC LAKE Dan 4251, 817425, 7115AULTE
® : @
POPULAR NAME NAME OF MPOUNOMENT
MASSASESIC { AWE.
@ @ ® @ ® .
NEAREST DOWNSTREAM eisT
kiEGlUI‘JBASN RIVER OR STREAM . CITY - TOWN - VILLAGE Fn?mgm POPULATION
o1 lgs ! COHAS 8ROOK MANCHESTER 1 A7800
@ j’l’ﬂ@ii HY @AU @ @
YEAR - . IMPOUNDING CAPACITIES
TYPE OF 0AM PURPUSES H% HT A0
ConPLET £ W% ST HERTH, T JBETR n1sr own FED R PRV/FED  SCS A
CIRARG 1813l g 28l 297 56006 5450 INED N N N
@
REMARKS
L o
. ® ® & @ ® ® @ ® _ ® ® @® ® & @ @& @
[ors SPILLWAY o"i'sf?:ﬂfé‘é"g ‘g‘;‘g:‘j POWER CAPALITY NAVIGATION LOTKS
HAS! (SR [rvee MBI iFTy ) RETAR-E0 | PROERIED Ino] CNGT P Wi LY NG TR Wi T CENGTH WIRTHILEY
L 00161 gg 2280 15045 A
® @ @
B OWNER ENGINEERING BY CONSTRUCTION BY
| MANCHESTER. #ATER wQRKS
@ ® ®
[ REGULATORY AGENCY
DESIGN CONSTRUCTION OPERATION MAINTENANCE
_&_d_ﬁ_&lf_ﬂ_ﬁﬁﬁ__ﬁL N HATER RES RO NH wATER RES AD N nATFR RES BD
e B o ® g
INSPECTION DATE
F _ INSPECTION BY DAY [M0 | YR AUTHGRITY FOR INSPECTION
[mHITMAN ¢ HONARD 12JUNTH PL. Q2367
{4
[ REMARKS

VER/DATE

04AUGTS



